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A. Plant Status

At the time of the occurrence of this event, Arkansas Nuclear One, Unit 1 (ANO-1) had been
operating at 100% power and was in the process of a controlled power reduction due to
increasing temperatures in the Control Rod Drive (CRD) Motor [AA] cooling system.

B. Event Description

At 1452 CST, on February 5, 2009, a Service Air Compressor (SA) [LF] trouble alarm was received in
the Unit 1 Control Room. The Inside Auxiliary Operator dispatched to investigate the alarm found no
apparent cause. Non-Nuclear Intermediate Cooling Water (ICW) [CC] flow was verified, and it was
noted that the compressor was hot. Cooling water for the SA Compressors is provided by ICW which
also provides cooling water flow to the CRD Motors and other non-safety related loads. Within
minutes the CRD Cooling Water Low Flow Alarm was received and the second CRD Cooling Pump
automatically started. Power reduction was initiated at a rate of 3% per minute and was increased to
5% per minute due to rising CRD Motor temperature. When the CRD Motor temperatures reached
approximately 178°F, the reactor was manually tripped at 1524 CST. The plant shutdown was
uneventful with all plant systems responding as designed. Service Air was secured along with the
ICW supply and return lines to the SA Compressors. The ICW and CRD Cooling Water systems were
vented and flows returned to normal.

Investigation revealed that the head gasket had failed on SA Compressor C-3A resulting in large
guantities of air being introduced into the ICW system which caused air binding of the CRD cooling

pump.

Unit 1 returned to power operation, Mode 1, on February 6, 2009, at 2219 CST.

C. Root Cause

The Service Air System provides compressed air throughout the plant for pneumatic tool operation,
pressurization, blow-down, and dry-out of tanks. In addition to providing un-filtered air, it also provides
filtered air for use during testing of the Reactor Building spray headers and provides backup air to the
Instrument Air (IA) system. Unlike the IA system, SA typically does not provide air for component
control. The compressors for the SA system are Ingersoll-Rand reciprocating compressors that are
cooled by a water jacket containing non-nuclear ICW. Inspection of the failed compressor head
gasket, information obtained during repair, and research of the maintenance history for the
compressors revealed that the torque values for the head bolts had been inappropriately reduced
resulting in inadequate preload of the fasteners and subsequent failure of the joint tension over time.
The root causes of this event were determined to be two fold.
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Root Cause One was determined to be that the original design was inadequate in that the selection of
the ICW as the cooling water for these compressors was inappropriate since the same water supply
provides cooling for the CRD system which is critical for power production.

Root Cause Two was determined to be inadequate documentation of procedures, and instructions
which contained erroneous or insufficient information to support the actual configuration and/or design
of the components.

. Corrective Actions

The SA compressors were secured and the ICW supply and return were isolated and the ICW
system was vented restoring flow to the CRD cooling system. ICW and CRD Cooling Water
flows both returned to normal.

An alternate source of SA without connection to the ICW system was placed in service and the
water cooled SA and Instrument Air (IA) compressors were tagged out of service. The air-
cooled |A compressors remain in service.

Development of a plant modification to replace the current ICW cooled SA Compressors with
appropriately sized air cooled units is being considered.

. Safety Significance

The event resulted in a plant manual trip from approximately 61% power. Any plant trip is considered
a challenge to safety equipment; however, the plant shutdown was uneventful and all systems
responded normally. The ICW system is not safety related and is not required to mitigate a design
basis accident. Loss of ICW has an adverse affect on plant operation that requires the unit to be
shutdown, but does not result in a loss of a safety function.

Nuclear safety, industrial safety, radiological safety and the general safety of the public were not
challenged at any time during this event.
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F. Basis for Reportability

A manual reactor trip from power in response to actual plant conditions is reportable pursuant to
10CFR50.73(a)(2)(iv)(A).

G. Additional Information

There were no previous similar events reported as Licensee Event Reports by ANO.

Energy Industry Identification System (EIIS) codes are identified in the test as [XX].
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